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VA Medical Center
2501 W. 22nd Street, PO Box 5046
Sioux Falls, SD 57117-5046

MECHANICAL SECTIONS

5-MH505

100% CONSTRUCTION DOCUMENTS

Acute Inpatient Medical Unit Addition
and Renovation

Sioux Falls VA Health Care System
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 1/2" = 1'-0"1C
5-AHU-37 SECTION

 1/2" = 1'-0"1F
5-AHU-36 SECTION

 1/2" = 1'-0"7F
5-AHU-38 SECTION

1. AIR MIXING MODULE AND DAMPERS
2. AIR BLENDER
3. FILTER SECTION - 2" MERV 8
4. ACCESS SECTION
5. FILTER SECTION - 6" MERV 11
6. ACCESS SECTION
7. GLYCOL PRE-HEAT COIL SECTION
8. ACCESS SECTION
9. HEATING COIL SECTION
10. ACCESS SECTION
11. HUMIDIFIER SECTION
12. ACCESS SECTION
13. COOLING COIL SECTION
14. ACCESS SECTION
15. FAN SECTION
16. FILTER SECTION - 12" MERV 14
17. DISCHARGE PLENUM
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